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 K020000A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 483.470(j).

Survey Date:  10/22/13

Facility Number:  001010

Provider Number:  15G496

AIM Number:  100245040

Surveyor:  Phillip Komsiski, Life Safety 

Code Specialist

At this Life Safety Code survey, Bona 

Vista Programs Inc. was found not in 

compliance with Requirements for 

Participation in Medicaid, 42 CFR 

subpart 483.470(j), Life Safety from Fire, 

and the 2000 edition of the National Fire 

Protection Association (NFPA) 101, Life 

Safety Code (LSC), Chapter 32, New 

Residential Board and Care Occupancies.

This one story facility was sprinklered.  

The facility has a fire alarm system with 

smoke detection in the corridors, in 

common living areas with none in the 

resident sleeping rooms.  The facility has 

a capacity of eight and had a census of 

eight at the time of this survey.
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Calculation of the Evacuation Difficulty 

Score (E-Score) using NFPA 101 A, 

Alternative Approaches to Life Safety, 

Chapter 6, rated the facility Prompt with 

an E-score of 0.46.

Quality Review by Robert Booher, Life 

Safety Code Specialist-Medical Surveyor 

on 10/28/13. 

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:
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483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

PROMPT

Where an automatic sprinkler system is 

installed, for either total or partial building 

coverage, the system is in accordance with 

Section 9.7 and initiates the fire alarm 

system in accordance with 32.2.3.4.1, 

32.2.3.5.2.  The adequacy of the water 

supply is documented to the authority having 

jurisdiction.

Exception No. 1: In prompt evacuation 

facilities, an automatic sprinkler system in 

accordance with NFPA 13D, Standard for 

the Installation of Sprinkler Systems in One 

and Two Family Dwellings and 

Manufactured Homes, is permitted.  

Facilities with more than eight residents are 

permitted.  Facilities with more than eight 

residents are treated as two-family dwellings 

with regard to water supply.  Additionally, 

entrance foyers are sprinklered.

Exception No. 2: Not applicable

Exception No. 3: In prompt and slow 

evacuation capability facilities where an 

automatic sprinkler system is in accordance 

with NFPA 13, Standard for the Installation 

of Sprinkler Systems, automatic sprinklers 

are not required in closets not exceeding 24 

sq. ft and in bathrooms not exceeding 55 sq. 

ft., provided that such spaces are finished 

with lath and plaster or material providing a 

15 minute thermal barrier.

Exception No. 4: In prompt and slow 

evacuation capability facilities up to and 

including four stories in height, systems in 

accordance with NFPA 13R, Standard for 

the Installation of Sprinkler Systems in 
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Residential Occupancies up to an Including 

Four Stories in Height, are permitted.

Exception No. 5: Not applicable

Exception No. 6: Initiation of the fire alarm 

system is not required for existing 

installations in accordance with 33.2.3.5.5.

SLOW

Where an automatic sprinkler system is 

installed, for either total or partial building 

coverage, the system is in accordance with 

Section 9.7 and initiates the fire alarm 

system in accordance with 32.2.3.4.1.  The 

adequacy of the water supply is documented 

to the authority having jurisdiction.

Exception No. 2: In slow and impractical 

evacuation capability facilities, an automatic 

sprinkler system in accordance with NFPA 

13D, Standard for the Installation of 

Sprinkler Systems in One and Two Family 

Dwellings and Manufactured Homes, with a  

30 minute water supply, is permitted.  All 

habitable areas and closets are sprinklered. 

Facilities with more than eight residents are 

treated as two family dwellings with regard 

to water supply.

Exception No. 3: In prompt and slow 

evacuation capability facilities where an 

automatic sprinkler system is in accordance 

with NFPA 13, Standard for the Installation 

of Sprinkler Systems, automatic sprinklers 

are not required in closets not exceeding 24 

sq. ft. and in bathrooms not exceeding 55 

sq. ft., provided that such spaces are 

finished with lath and plaster or material 

providing a 15 minute thermal barrier.

Exception No. 4: In prompt and slow 
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evacuation capability facilities up to and 

including four stories in height, systems in 

accordance with NFPA 13R, Standard for 

the Installation of Sprinkler Systems in 

Residential Occupancies up to and Including 

Four Stories in Height, are permitted.

Exception No. 5: Not Applicable

Exception No. 6: Initiation of the fire alarm 

system is not required for existing 

installations in accordance with 32.2.3.5.5.

MPRACTICAL

Where an automatic sprinkler system is 

installed, for either total or partial building 

coverage, the system is in accordance with 

Section 9.7 and shall initiate the fire alarm 

system in accordance with 32.2.3.4.1.  The 

adequacy of the water supply isdocumented 

to the authority having jurisdiction.     

32.2.3.5.2.

Exception No. 1: Not Applicable.

Exception No. 2: In slow and impractical 

evacuation capability facilities, an automatic 

sprinkler system in accordance with NFPA 

13D, Standard for the Installation of 

Sprinkler system in One and Two Family 

Dwellings and Manufactured Homes, with a 

30 minute water supply, is permitted.  All 

habitable areas and closets are sprinklered. 

Facilities with more than eight residents are 

treated as two family dwellings with regard 

to water supply.

Exception No. 3: Not Applicable.

Exception No. 4: Not Applicable.

Exception No. 5: In impractical evacuation 
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capability facilities up to and including four 

stores in height, systems in accordance with 

NFPA 13R, Standard for the Installation of 

Sprinkler Systems in Residential 

Occupancies up to and Including Four 

Stores in Height, are permitted. All habitable 

areas and closets are sprinklered.

Exception No. 6: Initiation of the fire alarm 

system is not required for existing 

installations in accordance with 33.2.3.5.5.

  1. The two additional sprinkler 

heads that are needed were 

ordered from Koorsen’s Fire and 

Security.  They will be placed in 

the sprinkler cabinet with the 

other four sprinkler heads on or 

before 11/20/13.     2. The 

sprinkler wrench was also 

ordered from Koorsen’s Fire and 

Security and will be placed in the 

sprinkler cabinet on or before 

11/20/13.   3. Kooresen’s Fire and 

Security inspected the system on 

10/23/13 and will be installing 

lockable shut off valves on or 

before 11/20/13. To ensure 

continued compliance, the 

weeklySafety Report has been 

revised to include a check for the 

sprinkler heads andsprinkler 

wrench. (Appendix A). The 

Residential House Manager 

completes thissafety check each 

week and it is sent to the Director 

of Residential Services,the Vice 

President of Community and 

Social Services, the Coordinator 

ofMaintenance, and the Senior 

Vice President. The sprinkler 

system will also continue to 

receive quarterly checks 

11/21/2013  12:00:00AMK02S0561.  Based on observation and interview, 

the facility failed to provide a supply of 6 

spare sprinkler heads in 1 of 1 sprinkler 

boxes which included at least two of each 

type of head used in the facility.  LSC 

9.7.5 refers to NFPA 25, Standard for the 

Inspection, Testing, and Maintenance of 

Water-Based Fire Protection Systems.  

NFPA 25 in Section 2-4.1.4 requires a 

supply of at least six spare sprinklers shall 

be stored in a cabinet for replacement 

purposes with the stock of spare 

sprinklers being proportionally 

representative of the types and 

temperature ratings of the system 

sprinklers including a minimum of two 

sprinklers of each type and temperature 

rating installed.  This deficient practice 

could affect all clients in the facility.

Findings include:

Based on observation on 10/22/13 at 1:45 

p.m. with the House Manager, there were 

only four spare sprinkler heads found in 
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fromKoorsen’s Fire and Security.the spare sprinkler cabinet located in the 

laundry room.  Based on interview at 

10/22/13 concurrent with the observation 

with the House Manager it was 

acknowledged only four spare sprinkler 

heads were provided in the sprinkler box.

2.    Based on observation and interview, 

the facility failed to keep 1 of 1 sprinkler 

wrenches in the spare sprinkler cabinet.  

LSC 9.7.5 refers to NFPA 25, Standard 

for the Inspection, Testing, and 

Maintenance of Water-Based Fire 

Protection Systems.  NFPA 25 in Section 

2-4.1.6 requires a special sprinkler 

wrench to be provided and kept in the 

cabinet to be used in the removal and 

installation of sprinklers.  One sprinkler 

wrench shall be provided for each type of 

sprinkler installed.   This deficient 

practice could affect all clients in the 

facility.

Findings include:

Based on observation on 10/22/13 at 1:41 

p.m. with the House Manager, there was 

no sprinkler wrench provided in the spare 

sprinkler cabinet.  Based on interview 

with the House Manager concurrent with 

the observation, it was acknowledged a 

special sprinkler wrench was not found 

anywhere in the facility.
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3. Based on record review, observation 

and interview; the facility failed to ensure 

1 of 1 automatic sprinkler systems was 

maintained in reliable operating 

condition.  LSC 9.7.1.1 refers to NFPA 

13R, the Standard for the Installation of 

Sprinkler Systems in Residential 

Occupancies.  NFPA 13R, Section 2-4.1 

states where a common supply main is 

used to supply both domestic and 

sprinkler systems, a single, listed control 

valve shall be provided to shut off both 

the domestic and sprinkler systems, and a 

separate shutoff valve shall be provided 

for the domestic system only.  Exception: 

The sprinkler system piping shall be 

permitted to have a separate control valve 

where supervised by one of the following 

methods:

(a) Central station, proprietary, or remote 

alarm service

(b) Local alarm service that causes the 

sounding of an audible signal at a 

constantly attended location

(c) Valves that are locked open

This deficient practice affects all clients, 

staff and visitors.

Findings include:

Based on review on 10/22/13 at 2:20 p.m. 

of Koorsen Fire Protection Services 

"Addendum Report: Recommendations" 

documentation dated 08/15/13 with the 
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House Manager, the report stated, "One of 

the system shut off valves were not 

locked or supervised."  These devices 

should be secured so they are not 

accidentally turned off leaving the home 

unprotected.  Based on observation on 

10/22/13 with the House Manager at 2:40 

p.m., the automatic sprinkler system 

shutoff valves were not locked or 

monitored.  Based on interview at 2:44 

p.m. with a representative of Koorsen Fire 

Protection Services concurrent with 

record review, it was acknowledged the 

automatic sprinkler system shutoff valve 

was not locked or supervised and the 

facility has not made corrections to date.

FORM CMS-2567(02-99) Previous Versions Obsolete Event ID: TWCE21 Facility ID: 001010 If continuation sheet Page 9 of 9


